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INTERNATIONAL ELECTROTECHNICAL COMMISSION 

____________ 

 
POWERTRACK SYSTEMS –  

 
Part 21: Particular requirements for powertrack systems  

intended for wall and ceiling mounting 
 

FOREWORD 
1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 

all national electrotechnical committees (IEC National Committees). The object of IEC is to promote 
international co-operation on all questions concerning standardization in the electrical and electronic fields. To 
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications, 
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC 
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested 
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely 
with the International Organization for Standardization (ISO) in accordance with conditions determined by 
agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees.  

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence 
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in 
the latter. 

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity 
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any 
services carried out by independent certification bodies. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications.  

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of 
patent rights. IEC shall not be held responsible for identifying any or all such patent rights. 

This consolidated version of the official IEC Standard and its amendment has been 
prepared for user convenience. 

IEC 61534-21 edition 2.1 contains the second edition (2014-06) [documents 
23A/701/FDIS and 23A/707/RVD] and its amendment 1 (2021-07) [documents 
23A/926/CDV and 23A/939/RVC]. 

In this Redline version, a vertical line in the margin shows where the technical content 
is modified by amendment 1. Additions are in green text, deletions are in strikethrough 
red text. A separate Final version with all changes accepted is available in this 
publication. 
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International Standard IEC 61534-21 has been prepared by subcommittee 23A: Cable 
management systems, of IEC technical committee 23: Electrical accessories. 

This second edition constitutes a technical revision.  

This edition includes the following significant technical changes with respect to the previous 
edition: 

• Clauses 18 to 22 have been adapted to IEC 61534-1:2011 and include short-circuit test 
requirements; 

• Additional classification, terms and requirements for wall powertrack (PT) systems 
mounted at the skirting level (close to the floor) position. 

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2. 

This standard is to be used in conjunction with IEC 61534-1:2011, Powertrack systems – 
Part 1: General requirements.  

This Part 21 supplements or modifies the corresponding clauses of IEC 61534-1. Where a 
particular clause or subclause of IEC 61534-1:2011 is not mentioned in this Part 21, that 
clause or subclause applies as far as is reasonable. Where this Part 21 states "addition” or 
"replacement", the relevant text of IEC 61534-1:2011 is to be adapted accordingly. 

Subclauses, tables and figures which are in addition to those in IEC 61534-1:2011 are 
numbered starting with 101. 

A list of all parts in the IEC 61534 series, published under the general title Powertrack 
systems, can be found on the IEC website. 

The committee has decided that the contents of the base publication and its amendment will 
remain unchanged until the stability date indicated on the IEC web site under 
"http://webstore.iec.ch" in the data related to the specific publication. At this date, the 
publication will be  

• reconfirmed, 

• withdrawn, 

• replaced by a revised edition, or 

• amended. 
 

IMPORTANT – The 'colour inside' logo on the cover page of this publication indicates 
that it contains colours which are considered to be useful for the correct 
understanding of its contents. Users should therefore print this document using a 
colour printer. 
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POWERTRACK SYSTEMS –  
 

Part 21: Particular requirements for powertrack systems  
intended for wall and ceiling mounting 

 
 
 

1 Scope 

Clause 1 of IEC 61534-1:2011 and IEC 61534-1:2011/AMD1:2014 is applicable except as 
follows: 

1.1 Addition: 

This part of IEC 61534 specifies the particular requirements and tests for PT systems 
intended for mounting on walls and/or ceiling. They may be installed flush or semi-flush, 
surface mounted, suspended or spaced away from the surface using fixing devices.  

2 Normative references 

Clause 2 of IEC 61534-1:2011 is applicable except as follows: 

Addition: 

IEC 61534-1:2011, Powertrack systems – Part 1: General requirements 
IEC 61534-1:2011/AMD1:2014 
IEC 61534-1:2011/AMD2:2020 

3 Terms and definitions 

Clause 3 of IEC 61534-1:2011, and Clause 3 of IEC 61534-1:2011/AMD1:2014 and Clause 3 
of IEC 61534‑1:2011/AMD2:2020 is are applicable except as follows: 

ISO and IEC maintain terminological databases for use in standardization at the following 
addresses: 

• IEC Electropedia: available at http://www.electropedia.org/ 

• ISO Online browsing platform: available at http://www.iso.org/obp 

Additional terms and definitions: 

3.101 
wall PT system  
PT system which is suitable for mounting on a vertical surface or a vertical structure directly 
or with the use of fixing devices 

3.102 
ceiling PT system  
PT system which is suitable for mounting or suspending beneath a horizontal surface or 
horizontal structure directly or with the use of fixing devices 
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3.103 
fixing devices 
system component used for the mechanical connection of the PT system to the supporting 
surface or supporting structure 

3.104 
external load 
mechanical load applied to the PT system from outside and not due to the mass of the system 
components 

3.105  
suspension means 
mechanism for supporting a load (e.g. a luminaire) that hangs from the PT system 

3.106 
skirting PT system 
PT system which is suitable for mounting on the lower part of a wall close to the floor 

4 General requirements 

Clause 4 of IEC 61534-1:2011 and Clause 4 of IEC 61534-1:2011/AMD2:2020 is are 
applicable. 

5 General notes on tests 

Clause 5 of IEC 61534-1:2011 and Clause 5 of IEC 61534-1:2011/AMD2:2020 is are 
applicable except as follows: 

5.3 Addition: 
3 samples: subclause 14.3.101 
3 samples: subclause 14.3.102 
3 samples: subclause 14.3.103 

6 Ratings 

Clause 6 of IEC 61534-1:2011 is applicable. 

7 Classification 

Clause 7 of IEC 61534-1:2011 is applicable except as follows: 

Additional subclauses: 

7.101 According to external load withstand capability  

7.101.1 Wall PT system  

7.101.1.1 Wall PT system not intended to withstand an external load 

7.101.1.2 Wall PT system capable of withstanding an external load from above 

7.101.2 Ceiling PT system 

iTeh STANDARD PREVIEW
(standards.iteh.ai)

IEC 61534-21:2014
https://standards.iteh.ai/catalog/standards/sist/6c9cdd20-5edb-4960-822a-6543144758ce/iec-

61534-21-2014



IEC 61534-21:2014+AMD1:2021 CSV – 7 – 
© IEC 2021 

 

7.101.2.1 Ceiling PT system not intended to withstand an external load 

7.101.2.2 Ceiling PT system capable of withstanding an external load from above 

7.102 According to provision for suspended loads 

7.102.1 PT System without provision for suspended loads 

7.102.2 PT System with provision for suspended loads 

7.103 According to floor treatment when the PT system is mounted at the skirting 
position 

7.103.1 Dry-treatment of floor 

7.103.2 Wet-treatment of floor 

8 Marking and documentation 

Clause 8 of IEC 61534-1:2011 and, Clause 8 of IEC 61534-1:2011/AMD1:2014 and Clause 8 
of IEC 61534-1:2011/AMD2:2020 is are applicable except as follows: 

8.5 Addition of the following dashed items: 

– for PT system according to 7.101.1.2 and 7.101.2.2, the maximum load in kg which can be 
withstood  

– for PT system according to 7.102.2, the maximum load in kg which can be suspended 

9 Construction 

Clause 9 of IEC 61534-1:2011 and Clause 9 of IEC 61534-1:2011/AMD2:2020 is are 
applicable. 

10 Clearances, creepage distances and solid insulation 

Clause 10 of IEC 61534-1:2011 is applicable. 

11 Protection against electric shock 

Clause 11 of IEC 61534-1:2011 and IEC 61534-1:2011/AMD1:2014 is applicable. 

12 Terminals and terminations 

Clause 12 of IEC 61534-1:2011 is applicable. 

13 Screws, current carrying parts and connections 

Clause 13 of IEC 61534-1:2011 and IEC 61534-1:2011/AMD1:2014 is applicable.  

14 Mechanical strength 

Clause 14 of IEC 61534-1:2011 is applicable except as follows:  
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14.3 Static load test 

Delete subclauses 14.3.1, 14.3.2 and 14.3.3. 

Additional subclauses:  

14.3.101 External load test 

PT systems shall withstand mechanical stresses applied to the PT system. 

Compliance is checked by the following test. 

At least two lengths of the PT system are joined together including the electrical connection 
and installed according to the manufacturer's instructions to a rigid support; the joint shall be 
placed midway between the fixing devices.  

A steel plate with a length of (150 ± 20) mm, a width not less than the PT system and a 
thickness of (5 ± 1) mm is positioned on the upper surface of the PT system centrally at the 
midpoint between the supports. For classifications 7.101.1.1 and 7.101.2.1, a vertical force is 
gradually applied on the steel plate up to (350 ± 10) N over a period of (60 ± 1) s and 
maintained for (60 ± 1) min. For classifications according to 7.101.1.2 and 7.101.2.2, a 
vertical force is gradually applied on the steel plate up to (750 ± 10) N or with a force declared 
by the manufacturer ± 2 %, whichever is the higher over a period of (60 ± 1) s and maintained 
for (60 ± 1) min. 

During the tests, the sample shall not break and shall neither have parts that have worked 
loose, nor shall it show any deformation likely to impair electrical safety. 

After the test: 

– The sample shall comply with Clause 10 and 11.1 of IEC 61534-1:2011 and IEC 61534-
1:2011/AMD1:2014. 

– There shall be no permanent deformation, which would prevent the correct insertion and 
withdrawal of the tap-off units. 

– The samples shall withstand the test according to 15.2 but without the pre-conditioning of 
15.1, and the tests of 11.3 of IEC 61534-1:2011 and IEC 61534-1:2011/AMD1:2014. 

14.3.102 PT systems with provision for suspended loads 

PT systems classified according to 7.102.2 shall withstand mechanical loads applied to the 
suspension means in normal use. 

Compliance is checked by the following test. 

The provision for the suspension means is installed as for normal use according to the 
manufacturer's instructions. Screwed connections, if any, intended to provide mechanical 
support of the suspension means are tightened to the torque given in the relevant column of 
Table 5 of IEC 61534-1:2011 if not specified by the manufacturer. 

The suspension means is then loaded, without jerks, with a force declared by the 
manufacturer ± 2 % or if no force is declared then the test shall be performed with a force of 
(250 ± 5) N , for (24 ± 1) h. 

During the test, the PT system and the suspension means shall not become detached from 
one another and shall show no damage, which leads to non-compliance with this standard. 
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14.3.103 PT systems with tap-off units 

In normal use, the construction of the tap-off unit shall be such as to prevent disconnection 
from the PT or live parts becoming accessible. 

Compliance is checked by the following test. 

The tap-off unit is inserted as in normal use 10 times and withdrawn 10 times in the tap-off 
outlet with the PT system installed in normal use as declared by the manufacturer.  

The tap-off unit is inserted once more into the tap-off outlet as in normal use and a withdrawal 
force of (30 ± 1) N is applied for (60 ± 5) s parallel to the force on the tap-off unit in normal 
use as declared by the manufacturer.  

The tap-off unit shall not become disconnected from the PT and live parts shall not become 
accessible when tested according to 11.1.1.1 of IEC 61534-1:2011 and  
IEC 61534-1:2011/AMD1:2014.  

15 Insulation resistance test and dielectric strength test 

Clause 15 of IEC 61534-1:2011 is applicable. 

16 Normal operation 

Clause 16 of IEC 61534-1:2011 is applicable. 

17 Temperature rise 

Clause 17 of IEC 61534-1:2011 is applicable. 

18 Short-circuit protection and short-circuit withstand strength 

Clause 18 of IEC 61534-1:2011 is applicable. 

19 Resistance to heat 

Clause 19 of IEC 61534-1:2011 is applicable. 

20 Fire hazard 

Clause 20 of IEC 61534-1:2011 and Clause 20 of IEC 61534-1:2011/AMD2:2020 is are 
applicable. 

21 External influences  

Clause 21 of IEC 61534-1:2011, Clause 21 of IEC 61534-1:2011/AMD1:2014 and Clause 21 
of IEC 61534-1:2011/AMD2:2020 is are applicable except as follows: 

Delete subclause 21.1.3. 

Additional subclause:  
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21.2.101 Protection against ingress of water for wet treatment of the floor  

Where PT systems are fitted at the skirting position and the floor is subject to wet treatment 
then the PT system shall have a minimum degree of protection of IP X4. 

22 Electromagnetic compatibility  

Clause 22 of IEC 61534-1:2011 is applicable. 
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Annexes 

The annexes of IEC 61534-1:2011 and of IEC 61534-1:2011/AMD1:2014 and Annex G of 
IEC 615341:2011/AMD2:2020 are applicable except as follows: 

Additional annex: 

Annex AA 
(normative) 

 
Additional test requirements for PT systems  
already complying with IEC 61534-21:2006 

PT systems already complying with IEC 61534-21:2006 only require testing in accordance 
with the following clauses if appropriate: 

18 Short-circuit protection and short-circuit withstand strength. 
21.2.101 According to floor treatment when the PT system is mounted at the skirting 

position declared according to 7.103.2. 
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