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RECTIFICATIF TECHNIQUE 1 

Technical Corrigendum 1 to International Standard ISO 14520-2:2000 was prepared by Technical Committee 
ISO/TC 21, Equipment for fire protection and fire fighting, Subcommittee SC 8, Gaseous media fire extinguishing 
systems. 

                               

Page 4, Table 5 

For the fuel entitled “Propane”, in the third column under the minimum design concentration replace “4,3” with “3,9”. 
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